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Disclaimer:
This drawing is subject to copyright ©, and is the property
of AT Architects Limited and must not be copied in whole or
in part without their written permission. This drawing should
be read in conjunction with all the appropriate consultants
design drawings, together with any other AT Architects
Limited drawings and the appropriate specification as
issued. No liability will be accepted for any amendments
made to this drawing by third/other parties.

This drawing must not be scaled. The contractor is to report
all dimensional discrepancies, errors or omissions to AT
Architects Limited prior to commencing construction works.
The Contractor should also check and verify all building
levels, site positioning, services, sewers, drains etc. prior to
commencing any works, and notify AT Architects Limited of
any discrepancies or inaccuracies accordingly.
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Extension to Industrial Unit
Drayton Fields Industrial
Estate
Sopwith Way
Daventry
NN11 8EA

A0

Proposed Building
Control

This drawing is for Building
Regulation purposes only.
This is not a Construction
Issue drawing.
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Gas Meter Housing to be retained

Line of Gyproc Jumbo stud partition
wall forming one hour fire
separation and thermal break
between offices and Warehouse

Form New opening through existing
wall

Remove existing windows. Adjust
openings and fit new ppc coated
aluminium framed windows.
Elevation is to be re-clad with new
cladding.

Erect new metal stud partition wall

Adjust balustrade around stair void
and install new platform lift
complying with Building Regulations
Document M

Form new door opening

Remove doors and wall to enlarge
comms room. Refer to M+E
Consultants details for ventilation
and cooling requirements

Form new WC facility

Form new door opening

Refer to M+E Consultants details
for mechanical extraction
requirements to Canteen

Electric meters enclosed in half
hour fire resisting cupboard

New toilet accommodation provided
Refer to mechanical & electrical
consultants details for ventilation,
lighting and general services

Polyester powder coated aluminium
framed windows containing double
glazed units

Provide drainage and water services
for stainless steel hand wash
station

Lift

EXTENT OF EXISTING BUILDING

rwp

rwp

rwp

rwp

rwp

rwp

rwp

rwp

rwp

rwp

rwp

rwp

new rwp

new rwp

Br
ac

ed
 B

ay
Br

ac
ed

 B
ay

Existing Doors retained
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New loading bay doors are to be
insulated sectional overhead
doors 3.0 x 4.0m hg. Electrically
operated internally by push
buttons.

FE
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New escape staircase from first floor level
within half hour fire resistant enclosure.
Stairs: 1000mm min wide. 250mm going, 21
risers at max 180mm. Handrails fixed both
sides at 900mm above flights and 1100mm
above landings.
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Toilets are to be provided with
mechanical extraction to extract
30 l/sec min.
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Battery Charging Area

CEVA Office

Female WC

Cleaner

Bench Testing

ITS Technical Workshop

electrics

Male WC

Canteen

Comms Room

ACC WC Visitor WC
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