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Battery Control Room

2 x 2MW Battery
Containers

1x4.2 MVA
Transformer

4 x 2MW Battery
Containers

2 x 2MW Battery
Containers
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Site Layout provided by: Smith Brothers Contracting Limited.
|| Please refer to drawing reference: 21769-0200 v P1 for battery and transformer details.
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